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PRE-BID MEETING NOTES 
MADBURY WELLS #2, #3, #4 & #5 UPGRADE 

City of Portsmouth, NH  

July 1, 2021 @ 10:00 a.m. 

1. Introductions: 

a. Al Pratt, City of Portsmouth, Water Resource Manager 

b. Brian Goetz, City of Portsmouth, Deputy Director Public Works 

c. Lynnette Carney, UE, Senior Project Engineer  

d. Liz Philpott, UE, Project Engineer 

2. Summary of Project: 

a. Well #1, #2 & #3 buildings – HVAC upgrades, some associated electrical, and some 

structural repairs.  New electrical feed from Well #2 to Well #1. 

b. Well #2 – Add Alternate for generator, buried propane tanks & appurtenances. 

c. Well #4 – Remove pump and close well. 

d. Well #4R – New pitless, pump, motor and associated water mains/conduits 

e. Well #5 – New access road with culvert/wetland crossing, new pitless, remove & 

reinstall existing pump, new water main and electrical service to well. 

f. Well #4R/5 building – Precast concrete building for metering, control and blended 

phosphate feed. 

3. Bid:   

a. Finance/Purchasing Office, City Hall, 1 Junkins Ave.   

b. 2:00 p.m., July 22, 2021. 

4. Contract time: 

a. Substantial Completion:  300 Days 

b. Final Completion:  330 Days 

5. Coordination with Existing Operations: 

a. Well #1 building – electrical feed replacement.  Well #1 and #2 buildings to remain in 

service.  Minimize shutdown to switch over to new service.   

b. Well #4/4R – Complete Well #4R work and put on-line prior to removing Well #4 from 

service. 

c. Tie in to existing PCCP transmission main. Tapping of the PCCP shall be done by an 

approved PCCP service contractor. 
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d. Replacement of valve for hydrant near Well #4 – will require temporary shutdown of 

PCCP transmission main & whole facility.  Valve on the transmission main will be 

closed at Well #1.  Water in the main will need to be drained back.  Cannot be done in 

high demand period.  Coordinate with the Owner. 

e. Owner provided PLC & control panel for Well #4R/5 bldg.  Contractor to install panel 

and land all wires within the panel.  Owner will provide programming and assist 

Contractor with startup.  

f. Maintain existing services to Freshet Road residence and service from Well #2 bldg. 

6. Other: 

a. Test pit to identify location and depth of existing PCCP raw water main near new 

culvert/headwall, prior to beginning construction.  Design alterations may be required.   

b. Note – civil work between Well#1 & #2 is shown on ES-1.  Culvert elevations and 

potential conflicts to be field verified. 

c. Dewatering of excavations 

d. Groundwater protection plan 

e. Well #5 pump and drop pipe is in the well – to be removed and re-installed. 

f. Freshet Road condition documentation 

7. Appendices & Additional Information: 

a. Wetland Permit 

b. Geotechnical report  

c. IBC Special Inspections  

d. Well #5 pump shop drawing info  

e. Well logs & info  

8. Funding: 

a. Local 

b. Requirements: 

i. NHDES Inspection 

ii. Bonds and Insurances 

iii. Building permit from Madbury -  inspections 

9. Other: 

a. Working relationship with Madbury is good; Contractor needs to maintain this.  

The City will want to hold a meeting with Madbury to keep them abreast of the 

project.   

b. Provide any questions in writing to Underwood Engineers  






