
Table 1

April and May 2014 PFC Analytical Results

Pease Public Water Supply 

Former Pease AFB

Portsmouth, New Hampshire

Sample 

Location
Collection Date
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PHA (µg/L) -- -- -- -- -- -- -- 0.2 0.4 -- --

HAVEN 16-Apr-14 0.051 0.0049 J ND 0.12 0.83 0.33 0.017 2.5 0.35 0.27 ND

HAVEN 14-May-14 0.051 0.0043 J ND 0.12 0.96 0.35 0.017 2.4 0.32 0.26 ND

HARRISON 16-Apr-14 0.002 J ND ND 0.0046 J 0.036 0.0087 ND 0.048 0.009 0.0079 ND

HARRISON 14-May-14 0.0019 J ND ND 0.0042 J 0.032 0.01 ND 0.041 0.0086 0.0084 ND

SMITH 16-Apr-14 0.00094 J 0.0044 J 0.012 0.0025 J 0.013 0.0039 J ND 0.018 0.0035 J 0.0035 J 0.017 

SMITH 14-May-14 0.00087 J ND ND 0.002 J 0.013 0.004 J ND 0.015 0.0036 J 0.0034 J ND

Notes:

indicates concenetration above PHA

J - estimated value

all results in µg/L

ND - non detect

PHA - Provisional Health Advisory

-- indicates no established PHA

Grey text indicates the parameter was not detected.
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